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Ex soft roof over

Ex concrete slab
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and floor filled to engineers 
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eng. design & detail

Ex ablutions and walls 
to be demolished
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prior to ANY WORK taking place on 
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Ex facade to be repainted as per spec., 
walls to be inspected and re-plastered 
where needed

Ex canopy to be remain
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Ex. shopfronts & RSD to be removed and bricked 
up, wall to be plastered & painted as per spec. 
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3
0
6
5

Floor level 
change

Floor level 
change

Floor level 
change

Ex ablutions
Ex sink Ex wc

Softboard & polysulfide joints 
to be done between brickwork 
& concrete junctions

New 
opening

Ground Floor

6880

1

First Floor

11360

Second Floor

15950

2456789 3 A3A4

Spar Main
Floor

Drop Temp
Produce

Kitchen
Freezer Kitchen

Prep Area

Spar Store
Room

4
3
9
0

3
9
1
0

4
6
0

3
4
2
0

8
8
0

1
8
0

4
2
9
0

4
3
0
0

Existing
Shop

Ex. soft roof over

Ex. concrete slab

Ex. Service 
Passage

Ex. Shop

Ex. soft roof over

EX FFL 6,880 EX FFL 6,880 EX FFL 6,930

EX FFL 11,360
EX FFL 11,590

EX FFL 15,950

EX FFL 16,450

Ex. mezzanine 

New RSD as per 
schedule 

3
1
9
0

7
4
0

EX FFL 11,130
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col.
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col.
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Ex. stairs & surrounding walls to be 
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Ex beams
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Ex floor to be lowered 
by +-140mm
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EX FFL 7,020
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NEW FFL 6,930

EX FFL 7,020

Ex floor to be lowered 
by +-90mm
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New shopfront, to detail

Ex ceiling to be made good
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New fire escape door
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New walls to be plastered & painted 
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where needed 
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detail
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Ex floors
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support stair above, to eng. design & detail
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slabs. Steel walkway to have mentis grating surface, 
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prior to ANY WORK taking place 
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& details. Roof support and structure to be as 
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5m clearance height
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for truck loading and racking UP TO 
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match desired level & existing finish
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New headwall flashing by 
specialist to suite sheeting type
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Ex. neighboring building

Ex concrete upstands and slab 
to be demolished

New gutter and rwdp's to 
engineer's design and details

New canopy to consist of 3o ZincAl Klip-tite roof 
sheeting with steel trusses to engineers design 
& details. Roof support and structure to be as 
per engineers design & details. Roof to have a 
5m clearance height

Ex. Neighboring building

New headwall flashing by 
specialist to suite sheeting type

Ex wall to be kept as is and made good. Ex 
plaster to be inspected and repaired where 
needed, wall to be painted as per spec.

New 6 strand electric fencing to be installed along 
the perimeter of the receiving yard, by specialist

Ex gate to remain

New 250 x 200mm I Beam steel section to be 
fixed onto new concrete column with base 
plate as per engineers design & detail
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escape door

New 250 x 200mm I Beam steel section to 
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plate as per engineers design & detail
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plastered & painted to spec
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New Hulabond cladding feature to conceal new 
canopy behind as per specialist design & detail

Ex hawker stall Ex hawker stall

2
0
5
0

Ex hawker stall

New 6 000 x 2 400mm RSD

New windows as per schedule

Ex Capitec shopfront

Ex Capitec ATM

Ex building facade to be inspected and repaired as 
needed, facade to be painted as per spec. 

Line indicates a 
change in paint colour

Ex. windows to remain

Ex RWDP to be boxed in 
to later detail 

3
5
0

2
4
0
0

30445

Ex hawker stall

Ground Floor

6880

A

First Floor

11360

Second Floor

15950

K H G F BCDEL

AAAB

Lift Motor Room

19980

Ex wall to be made good after upstand 
demolition

Ex concrete upstand, wall below to 
support as per eng design & detail

Ex facebrick wall to remain

GGHH

Ex gate to remain

Ex hawker stall

New 250 x 200mm I Beam steel section 
to be fixed onto new concrete column with 
base plate as per engineers design & 
detail

Ex flat slab & upstand to be 
demolished and wall made good

New gutter and rwdp's to engineer's 
design and details

New canopy to consist of 3o ZincAl Klip-tite 
roof sheeting with steel trusses to 
engineers design & details. Roof support 
and structure to be as per engineers 
design & details. Roof to have a 5m 
clearance height

New headwall flashing by specialist to 
suite sheeting type

New 6 strand electric fencing to be 
installed along the perimeter of the 
receiving yard, by specialist

New 250 x 200mm I Beam steel section 
to be fixed onto existing column with base 
plate as per engineers design & detail

New 250 x 200mm I Beam steel section to be fixed 
onto existing column with base plate as per 
engineers design & detail

New 110mm DP as per eng's design & 
detail to connect to existing stormwater MH 

New 250 x 200mm I Beam steel section to be 
fixed onto new concrete column with base 
plate as per engineers design & detail

Generator exhaust vent in 
wall, opening size TBC, 
opening to be closed up 
with burglar bar

Ex. gate 
to remain

Neighboring building behind

HVAC 
Rooms 
Above

Ex facebrick wall to remain

Ex facebrick wall to remain

Ex fire escape door 
to be inspected & 
replaced if needed

Ex. RSD to be removed, opening 
bricked up and made good, new 
facebrick to match existing 

Ex. stairs and ramp

EX MH
CL:  6.76
IL:   6.35

EX MH
CL:  7.28
IL:   6.16

EX MH
CL:  7.17
IL:   seal

EX MH
CL:  7.08
IL:   6.06

EX MH
CL:  7.06
IL:   6.01

EX MH
CL:  6.95
IL:   5.77

EX MH
CL:  6.96
IL:   5.80

EX MH
CL:  6.94
IL:   5.71

New RE for new 50mm
grease trap connection

New RE & 110 mm VP 
for new wc connection

New RE for new 50mm 
whb connection

EX SEWER PIPEEX SEWER PIPEEX SEWER PIPE

New RE for new 50mm 
grease trap connection

Ground Floor

6880

First Floor

11360

Second Floor

15950

RQ TN PMKH L S

AA AB AC AE AF

Lift Motor Room

19980

Ex hawker stall

Ex fire escape door to remain

New RSD to remain open during trading hours. 
Remainder of existing opening to be bricked up with 
facebrick to match existing

Existing building facade 
to remain unchanged

Ex canopy to remain

Ex 
colEx hawker stall Ex hawker stall Ex hawker stall

Ex windows to remain

Ex shopfront to remain

Ex facebrick wall to remain

Ex canopy over windows to remain

Ex canopy to remain

Existing building 
facade to remain 
unchanged

Ex facebrick wall to remain

Existing building 
facade to remain 
unchanged

New 5 000 x 2 800mm RSD 
with shopfront to be installed

Ground Floor

6880

First Floor

11360

Second Floor

15950

NMKHGF LAA

AB

New 110mm VP to 
connect to ex MH'S on 
ground floor

Ex VP connection to ex 
MH'S 

Please note: 
Ex surface mounted sewer pipe to 
be inspected & upgraded where 
needed

New IE's for new 
110mm wc & 50mm 
whb connection 

New IE's for new 
50mm basin 
connections

New IE's for new 
50mm urinal 
connections

New IE for 
new 50mm 
grease trap 
connection

New IE's for 
new 110mm 
wc & 50mm 
whb connection 

Ex window to 
be closed up 

Ex facebrick wall to remain

Ex windows & extractors to remain

Ex. void to be filled in 
with concrete slab, to 
eng. design and details

2
3
0
0 Ex drainage connections

New 2 100mm(w) x 
3 000mm(h) RSD

NEW FFL 6,880

Ex floor to be 
raised by +-170mm

EX FFL 6,710

Store Room Spar Main
Floor

Ex 
beam

Ex 
col.

New fire 
rated door 

New 2 hour fire rated 
wall to underside of 
soffit

Ex 
col.

Ex 
beams

Ex ceilings to be removed

Ex sprinkler piping to be removed

CL:  6.71
IL:   SEAL

New brickwork to close 
up canopy, headwall 
flashing to be provided 
to suite sheeting type

Ex MH 

New 110mm VP
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