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ROUNDED VALVE BOX 50mm @ VALV

TYPE 3A

500

NOTES / LEGEND

GENERAL NOTE:

rTn 1. VALVES ACCORDING TO BS 1218 CATEGORY 1

2. VALVES CLOSES CLOCKWISE

3. VALVES HAS TO BE PROVIDED WITH CLOCKHEADS
FOR THE OPENING AND CLOSING KEY

—

50mm @ VALVE

110mm @& ENDCAP- &

CONCRETE
COLLAR

500

<——500mm o uUPVC
PIPESECTION

VARIES

| ——100mm g RESILIENT
SEAL GATE VALVE

=110mm o uPVC
T FLUSHPIPE

CONCRETE BLOCK 3]
FOR A/C PIPE -
(15MPa)

1150

T45‘ BEND FLANGED

ON ONE SIDE

110mm & SCOUR
VALVE T-PIECE
ON WATERMAIN

SCOUR VALVE DETAIL - 1:10

75/100 mm @ TARPOLE
AT 2100mm LONG PIPE).

INGLE STAND OVAL, WITH 4 —— &=
POINT BARBS: MILD STEEL &
MEDIUM CARBON WIRE

MANUFACTURED TO SANS 935
& SANS 675 ‘

50mm @ STAINLES:

4. FOR 300mm @ PIPE AND BIGGER, VALVES
HAS TO BE PROVIDED WITH FRICTION
‘ MINIMISING, AS SPECIFIED.

5. ALL VALVES CONSIST OF FLANGES OR
SHORT COLLAR HEADPIECES.
6. ALL FLANGES OR HEADPIECES WHICH ARE
INSTALLED UNDERGROUND HAS TO BE WRAPPED
IN COROSION SECURED TAPE.
7. AIR VALVE CHAMBERS WILL HAVE A MINIMUM
INTERNAL DIMENSION OF AT LEAST 1m X 1m.

—=

ROUNDED VALVE CHAMBER
IPE 3A

GENERAL

* THE CONTRACTOR IS RESPONSIBLE FOR ENSURING THAT ALL
MATERIALS AND WORKMANSHIP CONFORM WITH THE DETAILS
AND SPECIFICATIONS SHOWN ON THIS DRAWING, AND ALL
RELEVANT SABS SPECIFICATIONS, IRRESPECTIVE OF WHETHER
THE ENGINEER HAS INSPECTED THE WORKS ON SITE OR NOT.

* ALL DIMENSIONS AND LEVELS TO BE CHECKED ON SITE AND
CORRELATED WITH THE ENGINEER'S DRAWINGS BEFORE
CONSTRUCTION COMMENCES.

* NO SCALING WITH SCALE RULER FROM THE DRAWING IS
PERMITTED. THE CONTRACTOR MUST ENSURE THAT HE
GETS THE CORRECT DIMENSIONS FROM THE ENGINEER
BEFORE CONSTRUCTION COMMENCES.

DRAWING NOT PRINTED TO SCALE
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