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EQUIPMENT 132-kV [SOLATOR 132-kV BREAKER 132-kV C.T.'S 132-kV C.T.J.B. 88-kV SURGE ARREST. 132/11-kv TRFR CONDUCTOR AND CLAMP SCHEDULE SIZE QTY
MAKER ASEA BONAR LONG ASEA EL. ASS. ASEA ASEA BUSBAR (m) HORNE T
OUTLINE DRG NUMBER 0.54/2265 0.54/2363 0.54/253 3.07/12089 0.54/2282 3.07/17368 CONDUCTOR TRANSFER BUSBAR (m)
STEELWORK SUPPORT 0.54/464 0.54/309 0.54/302 MOUNTED ON 0.54/302 STRINGER-DROPPER (m) HORNE T 96m
DRG NUMBER CAP - 0.54/310 0.54/306 Wg¢ SUPPORT 0.54/306 EARTH WIRE (m) 0AK
FOUNDATION DRG NUMBER 0.54/465 0.54/312 0.54/308 0.54/308 1 | 132-kV  INSULATORS - HORNET -
DESCRIPTION 102 F2 162 1H2 k2 1A | STRAIN CLAMP - HORNET -
1B | STRAIN CLAMP - OAK
2 -
3 21
4
5
g INSULATORS |6 | CROSS CLAMP - HOR/38mm 21
= & 7 | CROSS CLAMP - HOR/26mm 3
E CLAMPS 8
9 |TEE CLAMPS - HOR/HOR 6
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1B 13
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CHECKED THORIZED
— — SEZELA SUBSTATION | ER0O0172
DCD:S[IZTON 132/11_kv SET SHEET | REVISION
2,203 132-kV INCOMING LINE 2
REV | DRAWN | CHKD | APPROVED | DATE REVISION DESCRIPTION SCAE[ 12100 ®§3§"Ib("<t'>°w BAY ELEVATION ]'8 O]' OO




